
TuffTiger Filter Installation Detail

TOP VIEW

Drain
Valve

Trash Discharge Line

Field Supply Line

100 micron
Disc Filter

Union

Indexing
Valve

20” or larger
Pump Tank
Access Riser

Pump
Connection

Ball Valve

(Optional) TuffTiger
Automatic Flush Controller

Field Flush Return Line

Pressure Gauge
or schrader valve

Optional Manual Flush Line

TRASH TANKTRASH TANK
PUMP TANKPUMP TANK

Drain
Valve

Trash Discharge Line

Field Supply Line

100 micron
Disc Filter

Union

Indexing
Valve

20’ or larger
Pump Tank
Access Riser

Pump
Connection

Ball Valve

(Optional) TuffTiger
Automatic Flush Controller

Field Flush Return Line

Pressure Gauge
or schrader valve

Optional Manual Flush Line

Optional Line Route

Access Riser

Outlet
Baffle

Inlet
Baffle

ATU

TUFFTIGER Products
8413 Parker Rd
Houston, TX 77078
1-866-770-7785

NTS

June 07

Drawing by:

Date:

TuffTiger Install spec
T100

WKS

Scale

SEPTIC TANKSEPTIC TANK

PUMP TANKPUMP TANK

Drain
Valve

Trash Discharge Line

Field Supply Line

100 micron
Disc Filter

Union

Indexing
Valve

20” or larger
Pump Tank
Access Riser

Pump
Connection

Ball Valve

(Optional) TuffTiger
Automatic Flush Controller

Field Flush Return Line

Pressure Gauge
or schrader valve

Optional Manual Flush Line

Optional Line Route

Access Riser

Inlet
Baffle ATU

(if required)

0
0

2

2

4

4

6

6

8

8

10

10

12

12

14 16 18 20

Flow in gallons per minute (gpm)

Head Loss

To
a

D
if

e
re

n
ia

P
ss

u
re

 (
p

si
)

t
l 

f
t

l 
re


	Page 1

